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	List of Inspections Performed By Type
	

	Hunter Army Depot Visit No. 1 October 28-31, 2003

	
	
	
	
	
	

	Bldg No.
	Boiler No.
	Fuel
	Manufacturer
	Type A
	Type C

	312
	1
	Oil/NG
	Burnham
	1
	

	312
	2
	Oil/NG
	Burnham
	
	1

	812
	2
	Oil/NG
	Hurst
	
	1

	925
	1
	Oil/NG
	Kewanee
	
	1

	1024
	1
	Oil
	Hurst
	
	1

	1032
	1
	Oil
	Hurst
	
	1

	1226
	1
	Oil
	Superior
	
	1

	1277
	1
	Oil/NG
	Kewanee
	
	1

	1277
	2
	Oil/NG
	Kewanee
	
	1

	1277
	3
	Oil/NG
	Kewanee
	1
	

	1323
	1
	Oil/NG
	Superior
	
	1

	1323
	2
	Oil/NG
	Superior
	1
	

	1451
	3
	Oil/NG
	Faraar & Trefts
	1
	

	6015
	1
	Oil/NG
	Hurst
	
	1

	6015
	2
	Oil/NG
	Hurst
	1
	

	
	
	
	
	
	

	
	
	
	Totals
	5
	10

	
	
	
	
	
	


** Note:  Building 1226 is a Superior boiler which replaced a Cleaver Brooks.  In  

                building 812, the Hurst boiler is the Number 2 boiler.  There is another boiler in 

                building 812 which is a Cleaver Brooks boiler Number 1 and is not on the 

                above list.







Ft. Hunter



Page 1 of 7

[image: image1]