ATTACHMENT

BOILER INSPECTION REPORTS
AF1222

FORT JACKSON VISIT NO. 2
NOVEMBER 17-19, 2003

December 19, 2003



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External ©Ba [Ova
Internal/External with Hydrostatic Test {same day) Oes [Jve
External Under Qperation Oec QOvc
HSBCT CONTRACT NUMBER External Under Hydrostatic Test Osp QOvD
Expanslon/Racelver Tank or Internal with UT OBe [QOve
2. INSTALLATION 28 CITY 3. STATE 4. 2IP CODE 5. PLANT OR BLDG.
Fort Jackson Columbia SC 29207 /875
5. DATE OF INSPEGTION 7. DATE OF LAST INSPECTION 8, DELIVERY ORDER ND. 9. CONTRACT NO.
15 Moy J003 4 Nov 200>
10, OBJECT 11. PLANT -
[ Fire Tube [1 casttron E Water Tube |:| Expansion Tank |:| Progsure Vessal |:| Manned m Unmanned
-__,—E__;\11A. PRES_.S_URE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPECTION 124, YEAﬁ_BUlLT 12B. YEAR INSTALLED
lob — 19953 1995

13A. PRIMARY FUEL (Boifer)

13B. SECONDARY FUEL {Boler)

14. DESIGN WORKING PRESSURE OR TEMPERATURE

Nat Gas Non& Joo

15, MAWUFACTURER 14, MANUFACTURER'S RATING METU/LBS./H 17. NATIONAL BOARD NUMBER 18. USAF HUMBER
Porken 27% 5¢FFH's awolbspie | #5745

159. USE

|:] Power E Steam Heating D Process D Storage |:| HTHW Heating I:l Heat Exchange

Other Seec) Cooking

20. METHOD CF FIRING {Boders) 21, SAFETY/MRELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatic Burner Jov C— ves DX No
24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26, HYDROSTATIC TEST

New [ ] Retest [:| Repalr Data: PSI: — Yos No Date: PS5l

STATEMENT OF BASE CIVIL ENGINEER
‘Qb\-!t‘\“ k> buh:k.\“‘\tf\@tmf-cf

27. REPAIRS MADE SINCE LAST INSPECTION
M None  [] other (Specity)

) INTERNAL INSPECTION -
28. DESCRIBE INSPECTION FULLY {State Jocation of g, d its, f.e., scala, , ol ete.; fon, pitting, ing, i ingtion;
evidence of averhealing, broken oriun{se ﬁemﬁ!ﬁj 2 /;;; a{emaqgﬂe 9&-' EPOSJb e;&mm e;rff‘a aé’:‘é/‘a :ﬂrjm ‘;P;’l‘b nﬂg ({gm,wow:; sz ﬂi}’é ;% ; azlm/_,’
LttCo Lonbes! dmprd ot | Commedleon foansd loobt . Luco Scraca! conmeclon

’

EXTERNAL INSPECTION
{Describa fully and stale location of any comosion, leakages, evidance of overhealing, sool or ather destructive

Qe Crerndilinag gon ALadleof wnn k&wm(.v%"-h{ 203 Ila.p.c..p*

29, CONDITION OF BOILERS, VESSELS AND PLANT
atcumulations, or safely or ASME/NE vigiations, elc.)

30. SETTINGS. LININGS, SUPPORTS AND BAFFLES

INSPECTION OF SAFETY DEVICE

31. SAFETYRELIEF | 32 SIZE 7727 33. TOTAL GAPACITY 34, CONDITION AND HOW TESTED
VALVES Number: CFM: BTUHR: LBIHR: ¥4 o0 Not Fesbed
35. PRESSURE 36. CORRECTION TAKEN ({If none give reason)
GAGES Bojfer. 18\
37. OTHER 38, CONDITION
APPLIANCES Ap b saka ! 1
38, REGULATORS | 40 CONDITION ¥
AND A ——
CONTRQLS fp@eas— M

41, ASME CODES

Does plant com

ply with code, welding, materials, configuration, etc? [« Yes [ No (Explain}
AF1222 REV 2103




INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (If NO, state what was nof and why in Remarks and Recommendations of Inspector.)

yes [No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO, state what was not and why in Remarks and Recommendations of inspector.)

DYes ) No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continualion sheal if necessary.}

D mspechon Povts -~y

® Replueroliload Loy of- ~woo.
& meww

45, TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

458. DATE QF SIGNATURE

45C. INSPECTOR'S NATIONAL BOARD NO.
8107

RESENTATIVE ACCOMPANYING INSPECTOR

j/ 7 /zé“

468, F SIGNATURE

?

46C, REPRESENTATIVE'S TELEPHONE NUMBER

Vo3 ~251-14e8

ACTION TAKEN 6N ‘ECOMMENDAT!ONS

47 DATE/LID ACTION TAKEN OR TO EE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE

50. DATE OF SIGNATURE

AF1222 REV 2102

45145



BOILER OR PRESSURE VESSEL ‘ 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External @Bea [Ova
Internal/External with Hydrostatic Test {same day) Oee [Jve
External Under Qperatlon OBCc [Ovc
HSECT CONTRACT NUMBER External Under Hydrostatic Tast Oep [iwvp
Expanslon/Recelver Tank or Internal with UT ___D BE [OvE
2. INSTALLATION 2A. CITY 3. STATE 4, ZIP CODE 5. PLANT OR BLDG.
Fort Jackson Columbia SC 29207 /B9G
6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY QRDER NO. 9. CONTRACT NO.
18 Nov 2eos 4 Nov JooS
10. OBIECT 11. PLANT -
D Fire Tube |:| Castiron E Water Tube D Expanslon Tank |:| Pressure Vassel D Manned E Unmanned
11A. PRESSURE PREVIOUS (NSPECTION 11B, PRESSURE THIS INSFECTION 12A, YEAR BUILT 728. YEAR INSTALLED
o — 9979 /987
13A. PRIMARY FUEL (8oiler) 138, SECONDARY FUEL {Goller) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
N/}-J' Gi4s Moo ~_ 00
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LBS./ H 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
- 11 34987
Pooinfc vy 232 S Fiifs 1680 /s /bl
19. USE
|:] Power E Steam Heating |:| Process |:| Storage |___| HTHW Heating D Heat Exchange I:l Other {Specify)
20. METHQD GF FIRING (Boifers) 21. SAFETY/RELIEF VALVES SETTING 22, EXPLAIN IF PRESSURE CHANGED 23, PRESSURE GAGE TESTED
Automatic Burner OO C —— [ ves No
24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
New [ ] Retest OJ Repalr Date: PSI: - (1 Yes X No Date: PSI:
STATEMENT OF BASE CIVIL ENGINEER
27. REPAIRS MADE SINGE LAST INSPECTION
as & Maurnrenceuc <
[ None [ Other (Specify) o it

INTERNAL INSPECTION :
28. DESCRIBE INSPECTION FULLY {State lacation of any damage ar dzmits. Le., scalo, grease. oil, afc.: any comrosian, pitling, grooving, cracking or iamination; any

evidence of averheating, broken or loase items, elz.) ?4?79' s Conechs ot bps Seyper WVESSremrq fhorfed 'PU"

EXTERNAL INSPECTION
29, CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and stale Jocation of any corroslon, ieakages, evidence of averhealing, soal or other destructive

accumulations, or safety or ASME/MNB violations, efc.) Ao M l‘r ong / Born 1y 5 from Freioos 4y JReCs T OIS

30, SETTINGS, LININGS, SUPPORTS AND BAFFLES

%Sﬁfﬁ/a/)-y

INSPECTION OF SAFETY DEVICE

"
1. SAFETVIRELIEF | 32.5E  / /Jy 33, TOTAL CAPACITY 34, CONDITION AND HOW TESTED
VALVES Number: / CFM: BTU/HR: LBHR: 22Y7 AN /cs?‘m/
35. PRESSURE 36. CORRECTION TAKEN (If none give reasen)
GAGES B (Ll
3. OTHER 38, CONDITION
APPLIANCES Selish ot les
3s. :ESULATORS 40. CONDITION *
CONTROLS : vy

41. ASME CODES

Does plant comply with code, welding, materials, configuration, etc? E Yes I:] Mo {Explain)
AF1222 REV 2102




INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (#f NO, state what was nol and why in Remarks and Recommendatians of Inspecior.)

EY&S D No

43, WAS BOILER QR VESSEL ENTERED FOR THE INSPECTION (if NO, stale what was nal and why in Remarks and Recommendations of Inspactor.)

[ ves '@No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44_ LIST ALL DEFICIENCIES TC BE CORRECTED OR REPAIRED (Use a continualion sheet if necessary.}

o _mjp.zd-:mpwj_s ondy

@ G‘fsm?@fﬁw’"‘%’ bm%’

oh S

Make Nepouisnty O LR ENY

45. TYPE OR PRINT NAME OF INSPECTOR

7Y Yer T

458, DATE OF SIGNATURE

} 8§ Mou Joo3

45C. INSPECTOR'S NATIONAL BOARD NO.
8107

g = _.M‘I
b, PRINT NAME ZNDA TTLECOP)REPRESENTATIVE ACCOMPANYING INSPECTOR

46B. DATE OF SIGNATURE
/o3

46C, REPRESENTATIVE'S TELEPHONE NUMBER

YOS5 /465

ACTION TAKEN ON RECOMMENDATIONS

47. DNI7/AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE

50. DATE QF SIGNATURE

AF1222 REV 2102

34987



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External R®BA [va
Intemal/External with Hydrostatlc Test (same day} Oes QJve
External Under Operation Oec Ovec
HSECT CONTRACT NUMBER External Under Hydrostatlc Test OBp [OvD
Expanslon/Racelver Tank or Intemal with UT Oese [QOVE
2. INSTALLATION 2A_CITY 3.5TATE | 4.2IP CODE 5. PLANT OR BLDG.
Fort Jackson Columbia §C 29207 2230
6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 9. DELIVERY ORDER NO. 9, CONTRACT ND.
/g_ﬂou roo3 4 Nov NooF
10. OBJECT 1. PLANT
K] FireTube [ cCastiron []waterTube [] Expansion Tank [ ] Pressure Vesse! | [ ] Manned Unmanned
11A PRESSURE PREVIOUS INSPECTION | 11B. PRESSURE THIS INSPECTION | 12A YEAR BUILT 12B. YEAR INSTALLED
X 18\ 2205 23
13A. PRIMARY FUEL (Bofier) 13B. SECONDARY FUEL (Bofler) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
Nat S as 1S
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU JLBS. f HR 17. NATIONAL BOARD NUMBER 18, USAF NUMBER
//0/357’ Etsqlttls 1025 Jbs/bn 738 /

19. USE

|:] Power |:] Steamn Heatlng [:I Process E Storage |:| HTHW Heating D Hsat Exchange

(A other specity (o ke

20. METHOD OF FIRING {Boifers}

21. SAFETY/RELIEF VALVES SETTING

22. EXPLAIN IF PRESSURE CHANGED

M Looking

23. PRESSURE GAGE TESTE

viz bovynenr No —_— Yes [X] No
24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 28, HYDRQSTATIC TEST
New [ |Retest []Repalr PS!: — Yos No Date: PS(:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSFECTION
|:| None |:| Other (Specify)

Installed plar/ on Prssure gape

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY (State location of any darmage or depasits, I.e., scale,
evidence of overhealing, broken or foose items, alc.)

grease, oil, eic.; any corasion, pitiing, grooving, cracking or lamination; any

Neo Aduers2 Cond® bions

EXTERNAL INSPECTION

29, CONDITION OF BOILERS, VESSELS AND PLANT
accumulations, or safely or ASME/NE viplatians, elc.)

{Describa fully and stale localion of any cormosfon, leakages, evidence of averkeating, soot or other destructive

//0 /904’57’52. Cmcgﬁ- LensS

30, SETTINGS. LININGS, SUPPORTS AND BAFFLES

SA-AJ/‘JQ/#@’

INSPECTION OF SAFETY DEVICE

3. SAFETY/RELIEF | 32. SIZE / ?V 33, TOTAL CAPACITY 34, CONDITION AND HOW TESTED
VALVES Number: / CFM: BTUMR: LBMHR: /49
35, PRESSURE 35. CORRECTION TAKEN (if none give raason)
GAGES w_gays
37. OTHER 3g, CONDITIQNY 7
APPLIANGES gzsfmﬂy
g, :EgULATORS 40 counn2
CONTRQLS S /‘5/496#/7/2¢
41. ASME CODES - 4
Doss plant comply with code, walding, materials, configuration, etc? [‘Z’ Yas |___] No (Explain)

AF1222 REV 2/02

ol



INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, slate whal was not and why In Remarks and Recommendations of Inspector.}

IEYes |:| No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (#f NO, state what was not and why In Remarks and Recommendations of Inspector.)

DY&S Eﬂ No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44 LIST ALL DEFICIENCIES TQ BE CORRECTED OR REPAIRED {Use a conlinuation sheet if nacessary.)

G Hand boles omly
@ /}é Ke’zamwm/d/éaﬂf

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

458 5 TURE OF [ SPE OR 45B. DATE OF SIGNATURE 45C, INSPECTOR'S NATIONAL BOARD NO.
/8 Now Sooz | #107

U PRINT NAFAE AND TrrEE/dF REPqﬁgnATNE ACCOMPANYING INSPECTOR

a6A. Z( /A /*, 488, DATE PF SIGNATURE 468C. REPRESENTATIVE'S TELEPHONE NUMBER
U190z BB-2S[AYeS

ACTION TAKEN ON RECOMMENDATIONS

47, DATE 7‘0 ACTION TAKEN OR TO BE TAKEN

48. TYPE QR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE 50, DATE QF SIGNATURE

AF1222 REV 2/02

938



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Oea [Ova
Internal/External with Hydrostatlc Test {seme day) Oee [Ovse
Extarnal Under Operation Wec Ove

HSBCT CONTRACT NUMBER External Under Hydrostatle Test Oeb >Ovb

ExpanslonfRecelver Tank or Internal with UT OB [QOVE

2. INSTALLATION 2. CITY 3.STATE | 4. ZIP CODE 5. PLANT OR BLOG,

Fort Jackson Columbia SC 29207 2260

6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. GELIVERY ORDER NO, 0. CONTRACT NO.

Mov 2oos H Moy 2eeD

0. OBJECT 1. PLANT

(O Fire Tube [J castiren Water Tube [ Expansion Tank [ | Pressure Vessel ] manned E Unmanned

11A. PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPEGTION 12A. YEAR BUILT 12B, YEAR INSTALLED

e 1998 1994
13A_ PRIMARY FUEL (Boier) 138, SECONDARY FUEL (Bolfer) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
Na7? GAS V208 /oo
{5 MANUFACTURER 16. MANUFACTURER' RATING MBTU/LBS./HR | 17, NATIONAL BOARD NUMBER 18. USAF NUMBER
n&keR Boier (035 ihs/hn j92s8fts| gy /
19. USE

D Power D Steam Heating |:| Process [:I Storage El HTHW Heating |:| Heat Exchange

[ other (Specity} Comking

20, METHCD OF FIRING (Boiers} 21, SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatic Burner oo — Yes D No
24, PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 25, HYDROSTATIC TEST

New |:| Ratest D Repailr Date: PSI: Yes & No Date: PSI:

STATEMENT OF BASE Ci{VIL ENGINEER

27, REPAIRS MADE SINCE LAST INSPECTION
[ None [ Other (Specify)

“Kovting  lsinfFenamnce

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY (State location of any demage or depasis, Le., scals, grease, ofl, elc.; any cofrusion, pitting, grooving, cracking or lamination; any

evidence of overheating, broken or foose itemns, ele.}

10 opevation

EXTERNAL INSPECTION

29. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and state localion of any cormsion, Ipakages, evidence of overheating, sool or other destructive

accumulalions, or safely or ASME/NB violations, elc.)

Moy 203 beperd

i\/a /ﬂb‘t’t"sé. Gg'r\o(;f«r f’/a—n 5 ézy:pﬂa//A’asﬂ Nofwel s

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

SAME &3 Rrtviouy r—?.pc,-.xﬂ' GQM by o1 Zeed

e INSPECTION OF SAFETY DEVICE
31. SAFETY/RELIEF ] 32. SIZE > 33. TOTAL CAPACITY a4, counmou AND HOW TES
VALVES Number: / CFM: BTU/HR: LBHR: )Y '] | Sakes ac."ov-y ‘L I
35. PRESSURE 36. CORRECTION TAKEN (If none give reason) -
GAGES 94 /‘Js Soc réa:ef/ ~ SV aaone v /2 ﬂ/du/
37. OTHER 38. CONDITION
APPLIANCES
39, REGULATORS | 4p. ¢
ggﬂmms /&ﬂé ars Aadn %«uvf
41. ASME CODES
Dotﬁglint comply with code, weldmg. materials, configuration, etc? @_Yes __D_NO {Explain)

AF1222 REV 2/02



INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (#f NO, state whal was nol and why in Remarks and Recommendations of Inspector.)

@Yes |:| No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO, state wha! was not end why in Remarks and Recommendations of Inspector.)

Cdves " [@No

REMARKS AND RECOMMENDATICNS OF THE INSPECTOR

44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continualion sheet if necessary.}

O Tn operslon

Ve AR nel) Recomvmanlalimis

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

ms OF INSPECTOR
)4 - Vo Ar AL~

45B. DATE OF SIGNATURE

8 S A

45C. INSPECTOR'S NATIONAL BOARD NO.
8107

&#Ry’nmf AND TITLE @F REPRESENTATIA ACCOMPANYING INSPECTOR
71

468. 7\TE F SIGNATURE
[{/18/03

46C. REPRESENTATIVE'S TELEPHONE NUMBER

FF-751 1468 -

4%CE¢E(L€#%,/f

ACTION TAKEN ON RECOMMENDATIONS

47, DATE AP}b ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE QF QFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE

50. DATE OF SIGNATURE

AF 1222 REV 2102

49111



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External MBa [Iva
Internal/External with Hydrostatlc Test (same day) Oee QOve
External Under Qperation [dBc QOvc

HSBCT CONTRACT NUMBER Extarnal Under Hydrostatle Test Osp QOVvD

Expanslon/Receiver Tank or Internal with UT O sE _I:I VE

2. INSTALLATION 2A CITY 3, STATE 4. ZIP CODE 5, PLANT CR BLDG.

Fort Jackson Columbia SC 29207 2210

8. DATE OF INSPECTION 7. DATE OF LAST INSPECTION B, DELIVERY ORDER NO. 9, CONTRACT NO,

’87 ﬂaUZaa?; S Nov 200™

13. OBJECT 11, PLANT B

E Flre Tube D Cast Iron ]:l Water Tubs |:| Expanslon Tank |:| Pressure Vessel D Manned IE Unmanned

11A. FRESSURE PREVIOUS INSPECTION 41B. PRESSURE THIS INSPEGTION 124, YEAR BUILT 12B. YEAR INSTALLED

20 — o000 oo o
13A. PRIMARY FUEL (Soifer) 13B. SECONDARY FUEL {Bailer) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
Nat Gas Mens 1so
15. MANUFACTURER 15, MANUFACTURER'S RATING MBTU /LBS. 7 BR 17. NATIONAL BOARD NUMBER 18, USAF NUMBER

IL"U I"Sv"b

&)/ & /
19, USE
[___:] Powar |:| Steam Heating D Process |___| Storage D HTHW Heating [:l Heat Exchange @ Other (Specify} an,[-,,, G

1350 /4

20. METHOD OF FIRING {Boifers) 21, SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23, PRESSURE GAGE TESTED
Automatic Burner ] o0 — Yes [XINo

24. PURPOSE OF HYOROSTATIC TEST 25. LAST HYDROSTATIC TEST 26, HYDROSTATIC TEST

[New []Retest [ Repalr Date: PSt: ves [XINo bDate: PSI:

STATEMENT OF BASE CIVIL ENGINEER

Howkino Melongmne £

27. REPAIRS MADE SINCE LAST INSPECTION
[XInone  [7] other (specity)

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY (State location of any damage or deposils, i e, scale, grease, oil, ate.; any cormsion, pm.-ng, grooving, crac,
evidence of overhealing, broken or loose items, eic.) S//9

P ot 0 BTall o) cimlonpresssine. g ag g
S5 T Lexly sy fanth af;aa Flomt S

r famination; any
HCC L /M/fay

EXTERNAL INSPECTION
29, CONDITICN OF BOILERS, VESSELS AND PLANT {Describe fully and stale location of any cormasion, feakages, avidence of averhealing, sool or olker destructive

accumuitations, or safaly or ASME/NGS violations, efc.) 5 : :1:

30, SETTINGS, LININGS. SUPPORTS AND BAFFLES

Selicfoclry.

INSPECTION OF SAFETY DEVICE

1. SAFETY/RELIEF | 32. SIZE VA 33. TOTAL CAPACITY a4, ic;ix iION AND HOW TESTED
VALVES Number: / CEM: BTU/HR: LemRr: /777 shat
35. PRESSURE 36. CORRECTION TAKEN (.‘f nane give reason)
GAGES
37. OTHER 3n. CON TION
APPLIANCES Mm/' Mm
3p, REGULATORS _v
AND
T

41, ASME CODES

Coes plant comply with code, welding, rmaterials, configuration, elc?

Yes D No (Expiain)
AF1222 REV 2/02




INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROQUGH EXAMINATION (if NQ, state whal was nol and why in Remarks and Recommendations of Inspector.)

Flyes [TlNe

432, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION {If NO, stale whal was nol and why in Remarks and Recommsndations of Inspactor.}

[Jves ' [X] No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use & continuation sheet if necessary.)

O Hndi ol

Lok lscnee anirllsvriobes .
g ijw,f% AGo floot chombor ano) asnmbld popeny

45. TYPE OR PRINT NAME QF INSPECTOR
John A. Dognazzi

a5A w Cs CTOR 458, DATE OF SIGNATURE 45C. INSPECTOR'S NATIGNAL BOARD NO.
EZQ oy 19 /)éay D003 8107

46. lﬁ/{NA?E AND TITLE'DF REPﬁhékNTAﬂVE ACCOMPANYING INSPECTOR

4?( yung /—7#/ 46B. QATE OF SIGNATURE 46C, REPRESENTATIVE'S TELEPHONE NUMBER
4i3/63 RFFel SO3-T75/~/¥6S

ACTION TAKEN ON RECOMMENDATIONS

47. DAT?/AND ACTION TAKEN QR TO BE TAKEN

48, TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER 1N CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2102

8116



BOILER OR PRESSURE VESSEL ‘ 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and Extrnal MBA [Ova
Internal/External with Hydrostatlc Test (same day) Oes [Ove
External Under Operation OsCc [Ovc

HSBCT CONTRACT NUMBER Extornal Under Hydrostatlc Test Oepo Ovo

Expanslon/Racelver Tank or Internal with UT OBe [ve

2. INSTALLATION ZA CITY 3.STATE | 4.2IP CODE 5. PLANT OR BLDG,

Fort Jackson Columbia sC 29207 LR/0

6, DATE OF INSPEGTION 7. DATE OF LAST INSPECTION 9. DELVERY ORDER RO, 9. CONTRACT NO

r(g Mov Yoo 5 HNov DYool _

10, OBIECT 11. BLANT :

R FreTuee [Jcastiron [ ] Water Tube [] Expansion Tank  [[] Pressure Vessel [ Manned 2§ unmanned

11A,PRESSURE PREVIOUS INSPECTION | 11B. PRESSURE THIS INSPECTIGN 12A_YEAR BUILT 128. YEAR INSTALLED

15 /999 1999
13A_ PRIMARY FUEL (Bojier) 135. SECONDARY FUEL [Boiier] 14. DESIGN WORKING PRESSURE OR TEMPERATURE
Not Gas None )52
15 MANUFACTURER 16 MANUFACTURER'S RATING MBTU/LES.7 17. NATIDNAL BOARD NUMBER 18, USAF NUMBER
Denlce b2l SOREHS /O35 /2;5 28212

19, USE 7

[:I Power l:] Steam Heating D Process E] Storage E] HTHW Heating EI Heat Exchange E-Olher {Specify) @pbn

20. METHOD OF FIRING (Boliers) | 21. SAFETY/RELIEF VALVES SETTING | 22, EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTéD

Automatic Burner S o L —— Yes [ No

24, PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 36. HYDROSTATIC TEST

ClNew [JRetest [ | Repalr Date: PSI: [(dves [XINo Date: PS5l

STATEMENT OF BASE CIVIL ENGINEER
Korr o rrsr M) Ppon i prrc s

27. REPAIRS MADE SINCE LAST INSPECTION
IE Nene E] Other (Specify)

INTERNAL [INSPECTION -
28. DESCRIBE INSPECTIQN FULLY {Stale focation of any damage or deposils, l.e., scale, greass, o/, eic.: any comasion, pitiing, grooving, cracking or!ammal:-on any

evidence of overheating, broken-or foose items, era) P M ” », / CZ/ e 50 5 ﬁ/:;.“?
m:w 2% Grrduds btk L2 g

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and stale location of any cormosion, leakages, evidence of overhealing, soel or other dastructive

accumulations, or safely or ASME/NB violations, efc.) _
/4)9;14.94’-5 Ea@/ﬂ%;y

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES — '

INSPECTION OF SAFETY DEVICE

3. SAFETY/RELIEF | 92 SIZE  J77 33. TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number:  / CFM: BTU/HR: * LBHR: L5 § / N

35, PRESSURE 36. CORRECTION TAKEN {If non ;NE reason}
GAGES e - lror Loy .,Loj{,

37. OTHER 36. CONDITION

APPLIANCES §é§,’2{25§‘ wevcwpt Liwce's

30, EEgUU\TORS 40 CONDITION
CONTROLS m‘”@-« -
41, ASME CODES -

Does plant comply with code, welding, materials, configuration, elc? ﬁ\'es |:| No (Explain)
AF1222 REV 2/02




INSPECTOR STATEMENT
42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NC, state what was nol and why in Remarks and Recommendations of Inspector.)

@Yes O ne

43.WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (/f NO, state what was nof and why In Remarks and Recommendatians of Inspector.}

Clves ~ [l no

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
a4_ LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use & continuation sheet if necessery.)

C7,%wmﬁdﬁwii/ )
& Kmeve ol Lmeana owadedls Srom. MM%MMWAW &eo
P éﬂme of shdl

Corn eelie!
& Bordon. mys# Le Ll doeont M Lwer, fosted /M?u&? é

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

SPECTOR 458, DATE OF SIGNATURE 45C, INSPECTOR'S NATIONAL BOARD NO,

18 Now Boo= 8107

TLE 07\#RESENTATNE ACCOMPANYING INSPECTOR

/7
464 SIGNA n%_ 48B. F SIGNATURE 45C. REPRESENTATIVE'S TELEPHONE NUMBER
- }? o3 VO3-751-1446S

ACTION TAKEN dm RECOMMENDATIONS

47, DATE rn ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF QFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AFi222 REV 202

28212



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION _
INSPECTION REPORT Internal and External WBAa [va
Internal/External with Hydrostate Test (same day) s OvB
External Under Operation Oec [Ovc
HSBCT CONTRACT NUMBER Extzrnal Under Hydrostatic Test Oep [Ovo
Expanslon/Recelver Tank or Internal with UT OB [QOve
2. INSTALLATION 2A_CIEY 3. STATE 4_ZIP CODE 5, PLANT OR BLDG.
Fort Jackson Columbia SC 29207 L 2 70
§, DATE OF INSPECTICN 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. 8. CONTRACT NO.
(& Moy D203 5oy $oe3
10. OBJECT 11, PLANT
E Flre Tube |:| CastIron D Water Tube |:| Expansion Tank D Pressure Vessal El Manned E Unmanned
11A_ PRESSURE PREVIOUS INSPECTION | 11B. PRESSURE THIS INSPECTION 12AYEAR BUILT 128, YEAR INSTALLED
75 — 1999 1994
13A_ PRIMARY FUEL (Boiler) 138. SECONDARY FUEL {Bofler) 14, DESIGN WORKING FRESSURE OR TEMPERATURE
Mot Gos NpNs /52
15, MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LBS./ H 17. NATIONAL BOARD HUMBER 18, USAF NUMBER
Tenlee 62.6 SeftHs 1035 lislhe %187 |
19, USE i .
[:I Powar D Steam Healing I:I Process E Storage EI HTHW Heating |:| Heat Exchange E Gther (Specify) &70 k, _09
20. METHOD CF FIRING (Boifers) 21, SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
./4(})‘6 jc/rn zre /157 Oves [XnNo
24. PURFOSE QF HYDROSTATIC TEST 23. LAST HYDROSTATIC TEST 26, HYDROSTATIC TEST
ClNew [JRetest [ Repair Dats: PSl: [dves XINo Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

Ko s MM aintenn e

27. REPAIRS MADE SINCE LAST INSPECTION
(R none  [] other (Specity)

INTERNAL [NSPECTION
28. DESCRIBE INSPECTION FULLY (State focation of any damage or deposils, l.e., scale, grease, oil, ete.; any corrasion, pitting, grooving, cracking or laminalion; any

evidence of averheating, broken or loose ifems, elc.)
Se eve Glcew mu/auéan/ 7/ Seds ment 1w 5'.{1/;/ éa/é bwieo
élﬂ/}/ ehom bees, mef}x{:mp Lok ok L5004 m&:—cw,un; e & sedomond handd

.

EXTERNAL INSPECTION
29. CONDITION OF HOILERS, VESSELS AND PLANT (Dascribe futly and stala locabion of any corrasion, leakages, evidence of overheating, soo!l or other destruclive

accumulations, or safely or ASME/NS violations, elc.)
_?a'pa)r }9/'3 P-f.s ey 01"0/"’/2/

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

5/445 /ff'&/af&/

INSPECTION OF SAFETY DEVICE

3. SAFETY/RELIEF | 32.82E 7' 33. TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number:  / CFM: BTUHR: LBHR: 258 | | Mot Fested
35 PRESSURE WRRECTION TAKEN {# none givereason)
GAGES bre = bosfev /o%:
3. OTHER 38, CONDITION
APPLIANCES
39, REGULATORS
AKND
41. ASME CODES o, [

Does plant comply with code, welding, materials, configuration, atc? E:Yes D No (Explain)
AF1222 REV 2/02

Pt
s



INSPECTOR STATEMENT

42, WAS BOILER QR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, stafe wha! was not and why In Remarks and Recommendations of inspector.)

&Yes D No

43, WAS BQILER CR VESSEL ENTERED FOR THE INSPECTION (if NO, stale wha! was no! and why In Remarks and Recommendations of Inspector.)

[dyes X ho

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TQ BE CORRECTED OR REPAIRED {Use a continuation sheal if necessary.)

© Hand holes rm/j/

@ fushsd »looss bt st bo larad it onlisod, A arymoans <hnd
of- homunndloaning - homriead eleaming b e Lot

@&}WWWW

45. TYPE OR PRINT NAME OF INSPECTOR
John A, Dognazzi

CTOR 458. DATE OFSIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO,

} 6’ 1) ﬂpaj 8107

OF RERRESENTATIVE ACCOMPANYING INSPECTOR

A/
46A/SIGNATURE ( W 46B.D SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER
M //9 03 $03-251-1965

ACTION TAKEN ON REéOMMENDAT[ONS

47. DATE ﬁ\ID ACTION TAKEN OR TO BE TAKEN

48. TYFE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

4. SIGNATURE OF QFFICER IN GHARGE 50. DATE OF SIGNATURE

AF1222 REV 202

28187



BOILER OR PRESSURE VESSEL ‘ 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Osa [Ova
Internal/External with Hydrostatlc Test (same day) Oese [ve
External Under Operatlon ec QOve

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Oesp QOvD

Expanslon/Recelver Tank or Internal with UT OBE [QOvVE

2. INSTALLATION 2A CITY 3.STATE | 4. ZIP CODE 5. PLANT OR BLDG.

Fort Jackson Columbia SC 29207 Lol p

6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. 8. CONTRACT NO,

(8 Nov 2007 H Nou Zoes

10, OBJECT 11, PLANT -

[X Fire Tube [Jcastiron [ ] water Tube [ Expansion Tank [ ] Pressure Vesse! [l Manned  [H-Unmannad

11A, PRESSURE PREYIOUS INSPECTION | 141B. PRESSURE THIS INSPECTION 125 YEAR BUILT 128. YEAR INSTALLED

75 199¢ 999
13A PRIMARY FUEL (Bover) 138. SECONDARY FUEL {Bofler) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
Nak Gas Nz /52
15, MANUFACTURER 16. MANUFACTURER'S RATING MBTU}ES.! HR 17. NATIONAL BOARD NUMBER 18_ USAF NUMBER
|V onlee 429 Soffhs 863 s b 28134 /

19, USE :

El Power |:| Steam Healing D Procaess |:| Storage l:l HTHW Heatlng El Heat Exchange Othar {Specify) &ok,nq

20. METHOD GF FIRING {Baffers) 21, SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED

Automatic Burner (s —_ Lves X no

24. FURPOSE OF HYDROSTATIC TEST 25, LAST HYDROSTATIC TEST 26. HYDROSTATIC 1EST

O New [JRetest [ Repalr Date: PSI: — [JYes X No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER
27. REPAIRS MADE SINCE LAST INSPECTION {02 Gy e SALe o)
IE None D Qther (Specify)

INTERNAL INSPECTION -
28. DESCRIBE INSPECTYION FULLY {State focation of any damaga or deposits, i.e., scals, grease, oil, olc:; any comusion, pilting, grooving, cracking or lamination; any

evidence of overhealing, broken or loose iftems, elc.)
2l af?.e;rom'-n

EXTERNAL INSPECTION
29, CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and state location of any corrosion, ieakages, evidence of overheating, soo! or other destructive

accumulations, or salely or ASME/MND violations, elc.} Do @C{ c Olk-u:;-ns o P} @ @ Q . ’HM
o R‘"Pc"ﬁa CQO'-ECQ A Niens e

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Agirers Salndaclon,

INSPECTION OF SAFETY DEVICE

3. SAFETYIRELIEF | 32 SE /g u 33. TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: ./ CFM: BTU/HR: LBHR: /653 | Mamoell —
35. PRESSURE 38, CORRECTION TAKEN (Jf none give reason) ’
GAGES IIE(JTm b ”
By oppy 2
/v

3. OTHER 38. CONQITION
APPLIANCES

ag, REGULATORS
AND

CONTROLS
41, ASME CODES

Does plant comply with code, welding, materials, configuration, etc? @ Yes [ |No {Explain)
AF1222 REV 2102




INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO. state what was not and why in Remarks and Recommendations of inspector)

EY&S DNO

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION {if NO, state what was not and why in Remarks and Recommendations of inspecior.}

[Jyes "[HNo

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheel if necessary.)
-l-l'"/
@ L @J,mﬂérv
‘bLm _,(M,iub].x-av/ \

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

S, NATlJZ OF HSPECTOR 458. DATE OF SIGNATURE 45C, INSPECTOR'S NATIONAL BOARD NO.

bt s FN A /o //m/ 2003 8107

/a pm/ﬂjs AND T(TLE OF REP@’E@ENTAWE ACCOMPANYING INSPECTOR

4BA_SIGNATURE /.’%_,, 48B. PATE PF SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER
19/073 DO3-251-1%45

ACTION TAKEN CIN RIgCDMMENDATIDNS

47, DATE 440 ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CRARGE

49, SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02

28136



BOILER OR PRESSURE VESSEL ' 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External Mea Ova
Internal/External with Hydrostatlc Test (same day) Oee Ove
External Under Operatlon Osc Ovc
HSBCT CONTRACT NUMBER External Under Hydrostatic Test OesD OVD
Expansion/Recelver Tank or Internal with UT OBe QOVE
2 INSTALLATION 2A. CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLDG.
Fort Jackson Columbia sC 29207 HYy 9. o
8. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. 5. CONTRACT NO.
19 Nev %o0% 5 Moy 2003
10. GBJECT 1. PLANT -
@ Fire Tube D Cast Iron D Water Tube D Expanslon Tank |:| Pressure Vessel |:| Manned Unmanned
11A. PRESSURE PREVIOUS INSPECTION | 11B. PRESSURE THIS INSPECTION 12A. YEAR SUILT 12B, YEAR INSTALLED
"5 (999 /999
13A. PRIMARY FUEL {Boiler) 13B. SECONDARY FUEL {Bofar} 14, DESIGN WORKING PRESSURE OR TEMFERATURE
NA G@ Mon& /150
15. FACTURER 18. MANUFACTURER'S RATING MBTU f.B5. !7 17. NATIONAL BOARD NUMBER 1;.- USAF NUMRER
enlee 49.2.5ofths 263 s fhe| 28N * o~
18, USE
D Powar |:| Steamn Heating |:| Process D Storage |:| HTHW Haating |:| Heat Exchange @-Olher {Specify) @0&/)
20. METHQD OF FIRING (Boilers) 21. SAFETY/RELIEF VALYES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatic Burner }]SO Ca— Clves DX No
24. PURPQOSE OF HYOROSTATIC TEST 25_LAST HYDROSTATIC TEST 26_ HYDROSTATIC TEST
[INew [1Retest []Repalr Date: PSI: —_— [Jves XInNo Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
None [ ] Other (Specify) TR oodane \,Momm o

INTERNAL INSPECTION -
20. DESCRIBE INSPECTION FULLY (Stale location of any damage or deposils, i e., scale, grease, oil, gic.; any corrosion, pitting, groaving, cracking or lamination;

: . any
evidence of overheating, broken or oose itams, elc,) Mriop J F n C?’ Y z i m_’ mpﬂﬂ-aéw
A Lﬂ_d\/ waJ o Cav\f\eo-\—n‘\.ct G\f\wq .

A

P -

EXTERNAL INSPECTION
29, CONDITION OF BCILERS, VESSELS AND PLANT {Describe fully and state location of any comrosion. feakages, avidence of overhealing, sool or other destructive

accumulations, or sofely or ASME/NB violations, etc.) n/ 2 / C/ / e d/ aO/UfV'S ° W / Y2
f Yo 1S tre

30, SETTINGS, LININGS, SUPPORTS AND BAFFLES S}&Z—
15/4%,9.4/

INSPECTION OF SAFETY DEVICE

3. SAFETY/RELIEF | 32.SIZE  "5/4/ ° 33, TOTAL CAPACITY wuzmoz AND HOW TESTED

APPLIANCES
a9, REGULATORS
AND

VALVES Number: / CFM: BTWHR: LeHR: / §S &
35 PRESSURE 36. CORRECTJOMN TAKEN /&no gjye reason)

GAGES Yﬁen . / ))5 . /
7. OTHER 36, CONDITION- ,é_f

CONTROLS
41. ASME CODES

Daes plant comply with cade, welding, materials, configuralicn, ete? |] Yos El No (Explain)
AF1222 REV 2/02




Py

INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, stale what was nal and why in Remarks and Recommendations of inspectar)

E] Yes D No
43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (If NO, state what was not and why in Remarks and Recommendations of inspector.)
Cves  ¥ino

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED {Use a continwetion sheet if necessary.)

O Hondhlhs ondy

@ ﬂ.,-sﬁ o://,éﬁc&mm//ram waé—;hu&:r
® ’f/u;sJ\ @Lﬂw /érm AsCo f&wflﬁéﬁ’)@‘s M/camw)fa?fz-’/ﬂ/;rf

45, TYPE OR PRINT NAME OF INSPECTOR
Johﬂ A. Bognazzi
)

TOR 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NQ,

Y4 /9 Now Joas 8107

43A.

EAND TIT

F 7PR#&FATNE ACCOMPANYING INSPECTOR

/7

4gA. SIGNATURE I/ 468. Di\TE Or SIGNATURE 46C, REPRESENTATIVE'S TELEPHONE NUMBER

H13/o3 30%-251-146S

ACTION TAKEN ON RECOMMENDATIONS

47. DATE 7‘40 ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE %0, DATE OF SIGNATURE

AF1222 REV 2102

28112



BOILER OR PRESSURE VESSEL 1. TYPE OF INSFECTION _
INSPECTION REPORT Internal and External Osa [Ova
Internal/External with Hydrostatic Test (same day) Oee [Ove
External Under Operation XBc Ove
HSBCT CONTRACT NUMBER Extarnal Under Hydrostatlc Test Oeoc [Ovb
Expanslon/Receiver Tank or Internal with UT Oee [Jve
2, INSTALLATION 2A.CITY 3, STATE 4, 2IF CODE 5. PLANT OR BLDG.
Fort Jackson Columbia SC 29207 54927,
B. DATE OF INSPECTION 7. DATE OF LAST INSPEGTION 8. DELIVERY ORDER NO, 9, CONTRACT NO.
19 Nov Zood HMou2ooo
10, OBJECT 11. PLANT
w FireTube [ ]cCastiron [ ]WaterTube [ ] ExpansionTank [ ] Pressure Vessel | [] Manned m Unmanned
11A. PRESSURE PREVIOUS INSPECTION | 110. PRESSURE THIS INSPECTION 12A. YEAR BUILT 128. YEAR INSTALL
80 1999 179

13A, PRIMARY FUEL (Boifer)

13B. SECONDARY FUEL {Boiler)

14. DESIGN WORKING PRESSURE OR TEMPERATURE

Nl (Gas Nong |50
15, MANUFACTURER 18, MANUFACTURER'S RATING MBTU /LBS. / HR 17. NATIONAL EOARD NUMBER 18, USAF NUMBER
I~

Vo le& 593 Sebhhs QéS/éaAp LE\3L /
19, USE
|:] Powaer |:| Steam Heating |:| Process E Storage |:| HTHW Heating D Heat Exchangae E Other (Specify) @cé! "
20. METHOD GOF F|RING (Bollers) | 21, SAFETY/RELIEF VALVES SETTING | 22, EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TEST'ED

;Mza Uy n<é 156 — Yes [ No
24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
[Onew [JRetest []Repair Date: PSI: — Oyes [KNe Date: PSL:
STATEMENT OF BASE CWIL ENGINEER
27, REPAIRS MADE SINCE LAST INSPECTION
T Kowutine M nlensunce

E None

[2) other (Specify)

INTERNAL INSPECTION
25, DESCRIBE INSPECTION FULLY (Stale location of any damage or deposils, i.e., scele, grease, ofl, elc.; any comasion, pitting, grooving, cracking or lamination; any

evidence of overhealing, broken or laase items, elc.)
% @ﬂemﬁaﬂ '

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT (Describe fully and state iocation of any corrosion, leakages, evidence of overhealing, soot or other destruclive

accumulations, or safely ar ASME/NB viclations, eic.} ﬁ/ g ﬂ /79” ﬂ'/ M gise & ﬂ/ /L/ﬂ s
fice 7,

30 SETTINGS, LININGS, SUPPORTS AND BAFFLES
Sutrshaciony
L, INSPECTION OF SAFETY DEVICE
3. SAFETY/RELIEF | 32 SIZE 3/7” 33. TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: / CFM: BTWHR: LBHR: (85 & | Mo/ —Ser
35. PRESSURE 36. CORRECTION TAKEN (If nope give reason)
GAGES L4774 e — @
37. OTHER 3. CONDITIDN 7
APPLIANCES 5. et %_”ééé&p
39. REGULATORS [ 4o, mlou ’ / /
CONTROLS aéﬂﬂﬁ&/ Loy rgod i,- X5 Hj?f?//-‘?'
41. ASME CODES - v

Does plant comply with code, welding, materials, configuration, etc? E—Yes |:| No (Explain)

AF1222 REV 2102




INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROQUGH EXAMINATION (if NO, stete whal was no!f and why in Remarks and Recommendations of inspector.)

Bves [Ino

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO, slate what was not and why in Remarks and Recommendations of inspeclor.)

DYes No

REMARKS AND RECOMMENDATICNS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a confinuation sheel if nacessary.)

(D Bolov 00 o pevadhor
N@ 2 covnrmriamdleadGrs S»o-r\-‘tsnw 1ﬁ5faa_c}r|.c:.r'k_)

45 TYPE OR PRINT NAME OF INSPECTCOR
n A Dognazzi

T@T:?ZNS(ECT R 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
Aﬁwﬁ/ /¢ /‘éu oo 8107

iﬁamw AND TITLE OFREPRESENTATE ACCOMPANYING INSPECTOR
7 i - :

ACTION TAKEN ON RECOMMENDATIONS

464 tISj-Z!RE % 48B. DATE OFfSIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER
| U/s/03 8030511465

47. DATE AN? ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE ’ 50. DATE OF SIGNATURE

AF1222 REV 2/02

28132



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External BA []VA
Internal/External with Hydrostatls Test {same day) Oee Ove
External Under Operation Oec Ovc

HSBCT CONTRACT NUMBER External Under Hydrostatic Test O0ep [Ovbo

Expansion/Recelver Tank or Internal with UT HBe [QOVE

2. INSTALLATION 2A. CITY 3.STATE [ 4. ZIP CODE 5. PLANT OR BLDG.

Fort Jackson Columbia SC 29207 _5(11 y A

6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8 DELIVERY ORDER NO. 9. CONTRACT NO.

19 Nov 200 4 MNov Joos
10. OBJECT 11. PLANT .
BA-Fire Tube [ Castiron [ ] water Tube [ ExpanslonTank  [] Pressure Vessel Manned K] Unmanned

11A. PRESSURE PREVIOUS INSPECTION

15

11B. PRESSURE THIS INSPECTION

12A. YEAR BUILT 128. YEAR INSTALLED

(799 /999

13A. PRIMARY, FUEL (Boiler)

13B. SECONDARY FUEL (Bofler)

14. DESIGN WORKING PRESSURE OR TEMPERATURE

Net (ops No /s /50

15. MANLIFACTURER 16. MANUFACTURER'S RATING MBTU ABS, /HR. 17, NATIONAL BOARD NUMBER 18, USAF NUMBER
ﬁm@'g Ya,2 S Clbs §63 h’:s/a» 23)3% &

19, USE

|:| Power |:| Stearn Heating |:| Process [:I Storage [:l HTHW Heating D Heat Exchange

Other (Spocit) (% o

20. METHOD OF FIRING (Boilers)
Automatic Bumer

21. SAFETY/RELIEF VALVES SETTING

/50

22. EXPLAIN IF PRESSURE CHANGED

—

24. PURPOSE OF HYDROSTATIC TEST

New D Ratest [:| Repalr Date:

25. LAST HYDROSTATIC TEST

|:| Yes No
25. HYDROSTATIC TEST .

- Yes No Date:

PSI: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REFAIRS MADE SINCE LAST INSPECTION
None D Other (Specify)

%u}lm £ Moumbmonc e

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY {State location of any
evidance of averfivating, broken or logse items, ele.}

conseching ppg.

Both AwCOk hene
cecking Oforn méa/ INAE vetlys »Zéa.ény

wim azé'e MG'P

damage or deposits, i.e., scale, graase, ofl ale.; any conusfoyrﬁng, grooving, cracking or lamination; any

EXTERNAL INSPECTION

29 CONDITION OF BOILERS. VESSELS AND PLANT {Describa fully and state Jocation of any cormsion, leakages, evidence of overhaaling,

accumuiations, or safeiy or ASME/NG viciations, elc.) W aj J E e a J M O'V‘W\.d-d Gov\mws ’ m

soof or other desinictive

el

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

sobafocte

INSPECTION OF SAFETY DEVICE

23. PRESSURE GAGE TESTED

T ALvEe EUER [ 32 S2E S/l 33 TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: / CFM: BTUHR: LBHR: /856 | Mot fested .
35 PRESSURE 35./\(;0RRECTION TAKEN {if none giva reas? /
GAGES Mew paze it/ Y72} a’%
37. oTHER 38, CENDITION’
APPLIANCES
39, REGULATORS
AND
co ]

41, ASME CODES
Daoges plant comply with code, welding,

materials, configuration, etc‘?_g] Yes [ ] No (Expiain)

AF1222 REV 2f02



INSPECTOR STATEMENT
42.WAS BOILER OR VESSEL PREPARED FOR THORCUGH EXAMINATION (if NO, stale whal was nol and why in Remarks and Recommendatfons of Inspector.)

Bdves [INo
43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (/f NO, state wha! was not and why in Remarks and Recommendalions of Inspector.)
Cves  [Ano

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
a4 LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED {Use & continuation sheal if necessary.)

(3 Mo htbs ol
@ 7/094( Aﬁ% /(JUC'»Og f-/dd/&{mﬁm/pmhﬁof‘m 2 ¢

© ok Sedlomand frome winlictide

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

45B. DATE OF SIGNATURE 45C, INSPECTOR'S NATIONAL BOARD NO.

g 19 Nov doez | B9

OF REERZSENTATIVE ACCOMPANYING INSPECTOR

N/
4&( SIGN Tunf / 7&/ 489. DJTE O SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER
- ttﬁ? o3 ¥03-2 571445

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48, TYPE QR PRINT NAME, TITLE AND GRADE OF QFFICER IN CHARGE

48, SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02

28133



BOILER OR PRESSURE VESSEL : 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and Extsrnal MBa OVA
Internal/External with Hydrastatlc Test (same day) OB [OvB
External Under Operation Oec [Qvc

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Osb DOvD

Expanslon/Recelver Tank or Internal with UT OBE [QOvVE

2. INSTALLATION 2A. CITY 3. STATE 4. ZIP CODE 5. PLANT CR BLDG.

Fort Jackson Columbia SC 29207 5482

6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. 9. CONTRACT NO.

{Q Nov 203 Y Nov oo

10, QBJECT 11. PLANT

[E Fire Tube D Cast fron D Water Tube |:| Expanslon Tank D Pressure Vessel D Manned E Unmanned

11A. PRESSURE PREVIGUS INSFECTION | 11B. PRESSURE THIS INSPEGTION 12A. YEAR BUILT 12B. YEAR INSTALLED

[So @ 1999 1999
12A° PRIMARY FUEL {Boifer) 138. SECONDARY FUEL (Bafler) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
NAE Gis Neve. ISo
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LBS. { HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
-
Vpnleg 490 Sefbbe 83 lks/he | 28138 l

19U

] power [] Steam Heating [] Process [ storage [] HTHW Heatlng [ ] Heat Exchange Other (Specify) aDOk\.hcp

20. METHGD OF FIRING {Boilers) | 21. SAFETY/RELIEF VALVES SETTING | 22. EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED

Automatic Burner 150 - Ovyes Xno

24, PURPOSE OF HYDROSTATIC TEST 25, LAST HYDROSTATIG TEST 26, HYDROSTATIC TEST

O New [JRetest [ ] Repair Date: Psl: [MYes [XINo Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SIN T INSF
SINGE LASI INSPECTION ‘-Epu"-m-e_,. \'Vtxm .
@Nona D Other {Specify)

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY {State iocation of any damage or deposils, i e., scale, grease, ofl, elc.. any comsian, pitting, grooving, eracking or lamination; any

evidence of overhealing, breken ar loose ifams, elc.) -

EXTERNAL INSPECTION

29. CONDITION OF BOILERS, VESSELS AND PLANT (Describe fully and stale focation of any corrosion, leakages, evidence of overhealing, soot or other destructive

accumulalions, or sa.fel‘y or ASMEAVE violalions, elc.) N =
o aclvorss Aenllsns i «nsewdsn

30, SETTINGS. LININGS, SUPPORTS AND BAFFLES

Soaﬁ/a@

INSPECTION OF SAFETY DEVICE

31. SAFETY/RELIEF | 32.SIZE 7Y 33. TOTAL CAPACITY 34. CONDJTIQN AND HOW TESTED
VALVES Number:  J CEM: BTWHR: LeHr: 1856 Mgs
35 PRESSURE 36. CORRECTION TAKEN (f none giye reason} /
SAcES Ve gagy itV Lo onstulll
37. OTHER 36. CONDITSON
serinces | gppoy ol dacloey
ag, iﬁgULATORS 0. CANDITION
CONTROLS
41, ASME CODES ) 7

Does plant comply with code, welding, malerials. configuration, etc? @_‘l’es D No {Explairn}

AF1222 REV 202



INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, state what was nol and why in Remarks and Recommendations of Inspector.)

E’Yas D No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (Iif NO, state what was not and why in Remarks and Recommendations of inspector.)

[Ives B no

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheel if necessary.)

(D PomdhLen ol

45, TYPE QR PRINT NAME OF INSFECTOR
John A. Dognazzi
L

45A. smﬂe %i I

45B. DATE OF,5IGNATURE

/9 /)/ v_doos

45C, INSPECTOR'S NATIONAL BOARD NO.
8107

45 /’jNAME ANDT

ENTATIVE ACCOMPANYING INSPECTOR

asf siG TUT ' #

46B. DAY E OF/SIGNATURE

Nif/6s

48C, REPRESENTATIVE'S TELEPHONE NUMBER

Do 751-19¢S

ACTION TAKEN ON RECOMMENDATIONS

47_ DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, 5IGNATURE OF OFFICER IN CHARGE

50. DATE OF SIGNATURE

AF1222 REV 2102

28138



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External XBa [Ova
Internal/External with Hydrostatic Test {same day) Oss [Ovs
External Under Operation Oec QOvc
HSBCT CONTRACT NUMBER External Under Hydrostatic Test Osp [JvD
Expansion/Recelver Tank or Intarnal with UT OB [JVE
2. INSTALLATION ZA. CITY 3, STATE | 4.ZIP CODE 5, FLANT OR BLDG.
Fort Jackson Columbia sC 29207 5500
6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. &, CONTRACT NO.
/‘7 N(?u 2007 4 Houw 2oos
10. ORJECT 11, PLANT -
B Fire Tube [Jcastiron [ ] water Tube [ expansion Tank  [] Pressure Vessel []manned  [¥] unmanned
11A. PRESSURE PREVIOUS INSPECTICN | 118. PRESSURE THIS INSPECTION | 12A. YEAR BUILT 126, YEAR INSTALLED
15 4 1999 1999
13A FRIMARY FUEL (Goifer) 13B. SECONDARY FUEL (Boier) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
ot Gas Neng i50
15. MANUFACTURER 18, MANUFACTURER'S RATING MBTU /LBS,/ HR, | 17, NATIONAL GOARD NUMBER 18. USAF NUMBER
Donlee 499 Jotha 8[,3[&54;; 28177 /
19. USE i
[:I Power |:| Steam Heatlng D Process |:| Storage L—_I HTHW Heating |:| Heat Exchange E Other (Specify) 0{90;@, Nng
20. METHOD OF FiRING (Boilers) [ 21. SAFETV/RELIEF VALVES SETTING | 22, EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatic Burner } 50 R [ ves No
24. PURFOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
[INew [] Retest 0 repair Date: PSI; —_— [ Yes X No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION

A None [ Other (Specify) T Poutine WrouRmemc ©

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY {Stale focation of any damage or daposits, i.e., scale, grease, oil, elc.: Bny comosion, pitting, grooving, cracking or lamination; any
i f ti J T z -
oviaence of averhaating, broken or loase llems, elc.) / orc ﬂ/}/’/&’/ﬂa ?4 mwﬁé‘ dvﬁ' aﬁfflﬁf Vg mm?é'm -

w:m\f N E{p”’l L{}JCO__'; 4 &1’1“«‘?&4"0’}:) FJPJ'ﬂ() _

EXTERNAL INSPECTION

2%. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and stale location of any corroslon, leakages, evidence of overheating, soo! or cther destructive

accumulations, or salely or ASME/NS violations, elc.) ,J
Wo Adverse Gomdibons s /o5@erta

0. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Sttt opchorr

INSPECTICN OF SAFETY DEVICE

3. SAFETV/RELIEF | 32.81ZE -2/ ~ 33. TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: / CFM: BTU/HR: LBIHR: /464 Mot festad

35, PRESSURE 36. CORRECTION TAKEN (f none give reason)
GAGES

YLl g . ~ A/ane_
37. OTHER <
APPLIANCES

3g, REGULATORS
AND

C L

41. ASME CODES
Does plant comply with code, welding, materials, configuration, etc? @Yes |:| No {Explain)

AF1222 REV 2/02



INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO. state what was no! and why In Remarks and Recommendations of Inspector.)

Bdves [InNo

47. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (ff NO. state whal was not aad why in Remarks and Recommendations of inspector.)

[Des mNo

REMARKS AND RECONIMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a contlnuation shest if necessary.)

() Hemdlfaoles ondy

G Mosh Lsth 1o Lloak chumbers = LowNecting fjanp

45. TYPE OR PRINT MAME OF INSPECTOR
Johrf A. Dognazzi
] A =

L7

45B, DATE OF SIGNATURE

'!9'/‘904&9’3

45C, INSPECTOR'S NATIONAL BOARD NO.
8107

AN .

B ENTATIVE ACCOMPANYING INSPECTOR

464 GIGNATHRE ( %

“iffes

48C. REPRESENTATIVE"S TELEPHONE NUMBER

¥03-251-1HGE5

~

ACTION TAKEN ON'RECOMMENDATIONS

47. DATE AND AETION TAKEN OR TO BE TAKEN

48, TYPE QR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49_ SIGNATURE OF OFFIGER 1IN CHARGE

50, DATE OF SIGNATURE

AF1222 REV 2/02

28177



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External OsAa [va
internal/External with Hydrostatic Test {samas day) Osee QOve
External Under Operation WC avec

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Osp Ovp

Expanslon/Recelvar Tank or Internal with UT OBe [vE

2. INSTALLATION 2A_CITY 3. STATE 4.ZIP CODE 5, PLANT OR BLDG.

Fort Jackson Columbia 8C 29207 53’0 O

6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION B. DELIVERY ORDER NO, 8. CONTRACT NO.

Mov %003 Hppv Qoo
10, OBJECT

1t. PLANT

[:l Manned ﬂUnmanned

Fire Tube I:I CastIron |:| Water Tube D Expanslon Tank |:| Pressure Vessel

11A. PRESSURE PREVIOUS INSPFEGTION 11B. PRESSURE THIS INSPECTION 12A_ YEAR BUILY 12B. YEAR INSTALLED
75 1999 /1999
13A. PRIMARY FUEL (Boifar) 138, SECONDARY FUEL {Boifar} 14. DESIGN WORKING PRESSURE QR TEMPERATURE
Not Gas Non€E o
18. M.ANU CTURER 16. MANUFACTURER'S RATING MBTU /LBS, / / 17. NATIONAL BOARD NUMBER 18, USAF NUMBER
Lol s 49.9 Sfhts  su/bs 28145
19. USE

|:| Powar D Steam Heating D Process Storage ]:| HTHW Heating I:l Heat Exchangs Other {Specify) Q: gﬁn &

oD QF FIRING {Boliers) 21. SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHAMNGED 23, PRESSURE GAGE TESTED
.4 W"n*ﬁ’.v‘ /50 —_— vYes DJNo
24, PURFOSE OF HYDROSTATIC TEST 25, LAST HYDROSTATIC TEST 24, HYDROSTATIC TEST
D New |:| Retast I:l Reapalr Date: PSI: Yos E No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

Tovbne Mmiononcs

27. REPAIRS MADE SINCE LAST INSPECTION
None D Other {Spacify)

INTERNAL INSPECTION
28. DESCRIBE INSPECTICN FULLY {State focation of any damage or depesils, i.0., scale, grease, ofl, elc.; any corroslon, fpitling, gmoving, cracking or lamination; any

evidence of averhealing, broken or loesa itams, elc.)
I Opevesiont

EXTERNAL INSPECTION
{Describe fully and state location of any comosion, leakages, evidence of overhealing, soot or other destructive

Second ry Awco Ao/%-m yZ Y204 Comnectiorn Aeal 7¢

28. CONDITION OF BOILERS, VESSELS AND PLANT
accumulations, or safely or ASMENE vioiations, elc.)

@ Phretde] Coomperts ooy

30. SETTINGS, LININGS. SUPPORTS AND BAFFLES

Sahsta c./a/z ¥

INSPECTION OF SAFETY DEVICE

31. SAFETY/RELIEF | 32. SIZE ET 33, TOTAL CAPAGITY 34. CONDITION AND HOW TESTED
VALVES Number: / CFM: BTU/HR: LBHR: 7&53 | /Nannelly - -
35. PRESSURE 36. CORRECTION TAKEN {If none give reason) 7
GAGES New goge peon<
37. OTHER 38.CONDITIEN ¥
apPLANCES | G s Lo ton
39. EE‘SULATORS 40. counmb
CONTROLS Ew'ﬁnw
41. ASME CODES
Does planl comply with code, wetdlng, materials, configuration, etc? @ Yos |:| No (Expiain)

. AF1222 REV 2/02



INSPECTOR STATEMENT
42, WAS BOILER QR VESSEL PREPARED FOR THORQUGH EXAMINATION {1 NO. state wha! was not end why In Remarks and Recommendations of inspector.)

EY&S D No

43. WAS BOILER OR VESSEL ENTERED FQR THE INSPECTION (if NO, state whai was nof and why In Remarks and Recemmendations of Inspector.)

Cyes [X no

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheel if necassary.)

0 1 G’pmv/fm
&> Weporv @v vepluce laaking thweadoed conpections em Secomcleny
Leweo lower ﬂr/!ng’ C)c'n/) ez;‘/éfa/!/

45, TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

458. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.

> /9 /)éu Aooz 8107

E AND ZiTLE OF REEREZSENTATIVE ACCOMPANYING INSPECTOR

7/

4 SIG. T%’l 46B. DATE OF SIGNATURE 48C. REPRESENTATIVE'S TELEPHONE NUMBER
1/%/03 BEI-25T-1%5

) ACTION TAKEN ON RECOMMEN DATIONS

47, DATVND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF GFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02

28145



BOILER OR PRESSURE VESSEL

1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Oea [QOva
Intarnal/External with Hydraostatic Tast (same day) Oes QOve
External Under Operation HEBCc Ovc

HSBCT CONTRACT NUMBER External Under Hydrostatic Tast Oep Ovo

Expansion/Recelver Tank or Internal with UT OB [VvE

2. INSTALLATION 27 CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLDG,

Fort Jackson Columbia SC 29207 ] 1000

6. DATE OF INSPECTION 7. DATE CF LAST INSPECTION 8. DELIVERY ORDER NO. 8, CONTRACT NO,

/8 Nov Bocs H Nov w03
10, OBJECT 11. PLANT -

A FireTube [Jcastiron [JwaterTube [] Expanslon Tank [_| Pressure Vessel

EI Manned Unmanned

1A, PRESSURE?VIOUS IMSPECTION 11B, PRESSURE THIS INSPECTION 12A_ YEAR BUILT 128. YEAR INSTALLED
75 [ 999 1999
i3A. PRIMARY FUEL (Boiler) 13B, SECONDARY FUEL {Boiter} 14. DESIGN WORKING PRESSURE QR TEMPERATURE
Net Gas Novs /50
18, UFACTURER 16. MANUFACTURER'S RATING MBTU /LBS. 7 HR 17. NATIONAL BOARD HNUMBER 18, USAF NUMBER
I;on’[e'é" 150 2794 | {
19 USE

D Power I:] Steam Heating D Process [:l Storage E] HTHW Heating |:| Heat Exchangs

20. METHOD OF FIRING (Boflers) | 21, SAFETY/RELIEF VALVES SETTING

22, EXPLAIN IF PRESSURE GHANGED

& other {Specify} @aé, DG

23. PRESSURE GAGE TESTED

Automatic Burer /So Cyes X No
24, FURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
[:_] New [:| Ratest |:| Repalr Date: PSI: E— [ Yes DA No Date: PSl:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION Lnstole o / ﬁ‘,/ggag_ @ / £24g 91l ¢ A ‘Lross /,//,,y? s

E4 i f
[Jnone  [X Other (Spacify Lwean

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY (Stats localion of an y damage or depasits,

avidence of overhaating, broken or foose itemns, efe.}

Le., scale, grease, oil, elc.; any comosion, pitling, grooving, cracking or lamination; any

27 @,a.erw//ay

EXTERNAL INSPECTION

29. CONDITION QF BOILERS, VESSELS AND PLANT {Describs fully and stata focation of any corrosion, leakages, evidence of overhealing. sool or other destructive

o gdsese ConchProrys

accumulations, or safely or ASME/NB vipiations, eic.)

J0. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Sutis Factore %

INSPECTION OF SAFETY DEVICE

1. SAFETVIRELIEF | 32.SE /g ¥

33, TOTAL CAPACITY

VALVES Number: CFM: BTU/HR: LBHR: /65 | /),
35 PRESSURE 36. CORRECTION TAKEN (i nane give raason)

GAGES ma. - ~ bt
37. OTHER 38. CONDITION v

APPLIANCES
29. REGULATORS | 40, conpiTlo

34, CONDITICN AND HOW TESTED

amd

v

fury

AND
CONTROLS ,411:0 LD AQ%A;;
41. ASME CODES R v

Does plant comply with code, welding, materials, configuration, ete?

Yes D No {Explain}

AF1222 REV 2/02



INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FOR THORQUGH EXAMINATION ¢ NO, stale whal was no! and why in Remarks and Recommendations of Inspector.)

K yes [No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION {if NO, sfate what was not and why In Remarks and Recommendations of inspactor.)

[Jyes ~ [] No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheal if necessary)

Neo /@//M Vecommen i

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi
i

45A. KIG TWPECTOR 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
8107
e syt M Lg o oo

47”17@7! ANEFTLE %‘RESENTA‘I‘NE ACCOMPANYING RNSPECTOR
4

i 45A.(IGNA RE 488. DATE OF SI TURE 48C. REPRESENTATIVE'S TELEPHONE NUMBER
4 14 4; U703 O3-251-/4L &

ACTION TAKEN Ol RECOMMENDATIONS

47. DATE lfﬂ ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50, DATE OF SIGNATURE

‘AF1222 REV 2/02

27941



[ep—

BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Mea Ova
Internal/External with Hydrostatic Test (same day) Oees [Ove
External Under Operation aec [dvc

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Osp OvD

Expanslon/Recealver Tank or Internal with UT _D BE []VE

2. INSTALLATION 2A CITY 3. 5TATE 4. ZIF CODE 5. PLANT OR BLDG.

Fort Jackson Columbia sC 29207 oo o

8. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. 9. CONTRACT NO.

19 Nov B003 N Mov 2003 )

10, OBJECT 11. PLANT .

m Flre Tubg |:| Cast [ron D Water Tube |___| Expansion Tank { | Pressure Vessel D Manned E Unmanned

11A. PRESSURE PREVIQUS INSPECTION | 118. PRESSURE THIS INSPFECTION 12A_YEAR BUILT 128, YEAR INSTA&.ED

7 1999 /199
134 PRIIW\R‘;[UEL {Boifar) 138. SECONDARY FUEL {Baiter) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
NBY (345 Nen-2 /150
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU .88, / HR J 17. NATIONAL BOARD NUMBER 16. USAF NUMBER
_Lbnles 498 S0k 563 /bs /s 38184 >
18. USE

D Power D Steam Heating |:| Procaess |:| Storage |:| HTHW Heatlng I:] Heat Exchange E Other (Spacify) Ge?okt g

20. METRHOD CF FIRING (Boilers) 21. SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatic Bumer 14 — Clyes X no

24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST

[INew []Rotest [ Repair Date: PSl: Oyes XINo Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

—_E;U)LJD&' /ﬂu'ﬂ){@ﬂ%c@

27. REPAIRS MADE SINCE LAST INSPECTION
[%] None L—_] Other (Spacify)

__INTERNAL INSPECTION

28. DESCRIZE INSPECTION FULLY ({State facation of any damage or daposils, Le., scals, grease, ofl, efc.; any corrsion, pitting. grooving, cracking or lamination; any

evidence of overhealing, broken or loose itams, efc.) Hhrvor & . scc.l/ T eoilers é . % ﬂoﬂ W
MMWM%MMWMJ o5 ¢ 9Setsment 2or s 5,

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and stale Jocalion of any corrosion, leakages, evidence of overhigating. sool or other desiructive

accumulations, or safety or ASME/NB violalions, etc.) Nﬂ Mwm )’ Aaﬂfs J /k’& }njﬂz 6}1{ vy

30. SETTINGS. LININGS, SUPPORTS AND BAFFLES

Seilesfuedpy

INSPECTION OF SAFETY DEVICE

35. SAFETY/RELIEF | 32.SIZE 3 /zf 23 TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: / CFM: BTU/HR: LBHR: /&5 Y | Mot festec) ~ 1dlx
35. pRESSURE 36. CORRECTION TAKEN {if none give reason)
GAGES Meme ~ 1d [
37. oTHER 38. CONDITION
APPLIANCES LD Rac ﬂhﬂcﬂ(j&m
3. iﬁgULATORS 40. CONPITION v )
CONTROLS )Z:) Ao %A-Q—to QL(DL-‘:.?F—\
41. ASME CODES L
Does plant comply with code, welding, materials, configuration, etc? [E.Yes |::| No {Explain)

AF1222 REV 202



INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION {if NO, stafe wha! was no! and why in Remarks and Recommendations of Inspector.)

Yes D No

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION [if MO, state whal was nof and why in Remarks and Recommendations of Inspactor.)

Oves - No

REMARKS AND RECOMMENDATICNS OF THE INSPECTOR

44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Lfse & continuation shesl if necassary.)

Y //W/w/ee a‘n/y

&) Hosh lovse sedmont fren ewelovsidle s
@ Cloaan Ao/ depssch Lov lobh 74500" Hocd cham bers

45, TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

45B. DATE OF SIGNATURE

) ‘
A3y J AP M’J

G NWov Zoos

45C. INSPECTOR'S NATIONAL BOARD NO.
8107

E OF REBRASENTATIVE ACCOMPANYING INSPECTOR

P4l /
i

46B. DATE QF SIGNATURE
/M%ax

46C. REPRESENTATIVE'S TELEPHONE NUMBER

BOI-51-/44S

ACTION TAK

EN ON RECOMMENDATIONS

47, DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE

50. DATE OF SIGNATURE

AF1222 REV 2102

28184



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Hea [Ova
Internal/External with Hydrostatlc Test (same day) Ose [QOvse
External Under Operation Oec QOvce

HSBCT CONTRACT NUMBER External Under Hydrostatle Test Oesp QOvp

Expanslon/Receiver Tank or Internal with UT [OBE [JVE

2. INSTALLATION 2A. CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLOG.

Fort Jackson Columbia sSC 29207 120006

8. DATE OF INSPECTION 7. DATE GF LAST INSPECTION 8. DELIVERY ORDER NO, B, CONTRACT NO.

18 Nou o0 4 Nov Zooy

10, OBJECT 1. PLANT

m Fire Tubse D CastIron D Water Tube [ ] Expanslon Tank [:I Pressure Vessel |:| Manned m Unmanned

11A PRESSURE PREVIOUS INSPECTION | 11B. PRESSURE THIS INSPECTION 12A_ YEAR BUILT 128, YEAR INSTALLED

loo — /998 /999
13A_ PRIMARY FUEL (Soifar) 13B. SECONDARY FUEL (Baiar} 14. DESIGN WORKING PRESSURE OR TEMPERATURE
Not (Gas pe 150

15. MANUFACTURER

pileE

‘/‘?1 2 S?FJL }75

16. MANUFACTURER'S RATING MBTU ALB5./ H

863 s o

17. NATIONAL BOARD NUMBER

sl 15178

18. USAF NUMBER

/

18. USE

|:| Power D Steam Heating D Process Storage El HTHW Heating D Heat Exchange @ Qther (Specify)

) Loocksng

20, METHOD OF FIRING (Boilars)

21. SAFETY/RELIEF VALVES SETTING

22 EXPLAIN IF PRESSURE CHANGED
e e—

23. PRESSURE GAGE TESTED

Avto vrpefl 15 Yes [X]No
24, PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
|:| New D Retest |___] Repalr Date: P3l; — Yeos E No Dats: PSi:

STATEMENT OF BASE CIVIL ENGINEER

TRodwve Welorsme

27, REPAIRS MADE SINCE LAST INSPECTION
DX None  [J Other (Specify)

INTERNAL INSPECTION
28. DESCRIBE INSPECTION FULLY {State location of any damage or deposits, ie., scale, grease, oif, efe; any corrasion, pitting, pmoving, cracking orfamr‘nauogi‘ any

evidance of overheating, broken or loose items, efc.} ,/@V*)" AWV &GU”?U /“ /70’1/ o ﬁ i
Modevels emaunt ok wn 1o Jleod chrmboro, Tve fo vhstroction, luck

EXTERNAL INSPECTION
29. CONDITION QF BOILERS, VESSELS AND PLANT {Describe fully and stats locgtlon of any corrosion, feakages, avidence of averhealing, soot or other destruciy f g
oﬂz"‘l £

sccumuiations, or safely or ASME/NB violations, etc.) /lé a::%éwm/ Mﬁ'ﬂﬂff /Vc?/é’a//drpjn a/f/L(dﬁS !
on H HorZoos repordt

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Selafadlony

INSPECTION OF SAFETY DEVICE

31, SAFETYRELIEF | 32.S12E /s "7 33, TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: CFM: BTU/HR: LBHR: / ¥SL Nt frestad
35. PRESSURE 36. CORRECTION TAKEN f{if none give reason)
GAGES e dle
7. OTHER 38, CONDITION
APPLIANCES - Selonfoclon,
39, REGULATORS | 4p. CONDITION ! ~
AND "gv E y
CONTROLS D 2o 3&3& 9
41. ASME CODES .
Does plant comply with code, welding, matedals, configuration, etc? @ Yas L___] No (Explain)

. AF1222 REV 2/02

L S
F



INSPECTOR STATEMENT

42. WAS BORLER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, sfals what was riol and why in Remarks and Recommendations of inspector,)

Yes D No

43, WAS BOILER CR VESSEL ENTERED FOR THE INSPECTION (i NO, state what was not and why In Remarks and Recommendations of Inspector.)

D Yes m No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheet if necessary.)

@ #9’170//40/4’5 an/y
@ ﬁ%)SA @://A@%M}—w bl Lavcoy wn/w@zgymgmp

® Flush atd sedurerd from bollom. of- wnlerscdea.
@ Yornove obstacte to ollow ok ponel & berermerredd

45. TYPE OR PRINT NAME OF INSPECTOR
John A_ Dognazzi

FECTOR 45B. DATE OF SIGNATURE 45C. [NSPECTOR'S NATIONAL BOARD NO.

- fﬂ/ﬁv Do 3 8107

—
LE OF REERESENTATIVE ACCOMPANYING INSPECTOR

/7

284, smNcTUZ {4 4EB./DA/T?¢ ;lsd:gns 43$R?E—s_sgrgy$ trfengque NUMBER

-] ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND AETION TAKEN OR TO BE TAKEN

48, TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 202

28178



BOILER OR PRESSURE VESSEL ' 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Oea [Qva
internal/External with Hydrostatle Test (same day} Oess [QOve
External Under Operatlon Kec DOvc

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Osp [JvD

Expanslon/Receliver Tank or Internal with UT Ose [OvVve

2, INSTALLATION 2A_CITY 3. STATE 4. ZIP CODE 5, PLANT OR BLDG.

Fort Jackson Columbia SC 29207 J2oo6

§. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY QRDER NO. 9, CONTRACT NO.

,/8 ’\1’0\) 1lood }f /‘/av lee™

10. QRJECT 11. PLANT -

E Flre Tube |:| Castliron D Water Tube |:| Expansion Tank I:I Prassure Vessael D Manned ]ﬂ Unmanned

11A.PRESSURE Pgous INSPECTION [ 11B. PRESSURE THIS INSPEGTION 12A YEAR BUILT 12B. YEAR INSTALLED

15 1999 1999
13A. PRIMARY FUEL (Boifer) 138. SECONDARY FUEL {Balier) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
Not Gas Ao _ 50
15. MANUFACTURER 18. MANUFACTURER'S RATING MBTU/LES, / HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
Denled 492 SFbhs €63 hsfre 85149 2

15. LJSE

I:I Powaer D Steam Heatlng D Process |:| Storage |:| HTHW Heating D Hoat Exchange E] Other (Specify} @,Ltﬁ

20. METHOD OF FIRING {Boilers} 21. SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TEST ED

Automatic Burner )G e ‘ Clves X no

24. FPURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST

O New [JRetest [ Repair Date: PSL: Yes [ No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER
27. REPAIRS MADE SINCE LAST INSPECTION X ;xq-;

INTERNAL INSPECTION
damage or deposits, Le., scale, groase, oil elc.; any comosion, pitting, grooving, cracking or lsmination; sny

/W Bpevaten

28. DESCRIBE INSPECTION FULLY (State focation of any
evidence of overhealing, broken or loose items, elc.)

EXTERNAL INSPECTION
2. CONDITION OF BOILERS, VESSELS AND PLANT {Descnbe lully and stale Jocalion of any corrasion, leakages, avidence of overhealing, soot or other destructive

accumulations, ursa.lfe!y ar ASME/NB violations, efc.) &poJ'\{ bbJU'E’ LEDJ&Q, + M\ ) e 0ef o Sece,..&(,_,.,_._l Livco }cuﬂ‘bq
G vedtone, Lo bpsh .l Avruins -

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Solofaslpy.

INSPECTION OF SAFETY DEVICE

3. SAFETY/RELIEF | 32.S2€ <P/ 33, TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number  / CFM: BTU/HR: LBHR: 41§54 | Wemdly —
35. PRESSURE 38. CORRECTION TAKEN (if none give reascn) )

GAGES Derdewin orporvedzin

37. OTHER 38. CONDITION e

APPLIANCES /ip c” M}%»
3, :Egumoas 40. cofn?%

CONTROLS ReoeA" 3‘@:@, s‘éz’”_."

41, ASME CODES L

Does plant comply with code, walding, materials, configuration, etc? L__, Yes Eﬂo {Explain)
AF1222 REV 2/02




INSPECTOR STATEMENT
42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, state what was nol and why in Remarks and Recommendations of Inspecior.}

L ves [No

43.WAS B0ILER OR VESSEL ENTERED FOR THE INSPECTION (/f NO, state whal was not and why In Remarks and Recommendations of inspector.)

DYes ' No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheel if necessary.)

@ 1 Sernce.
@ Rerloos Loflynotue il Asms/n8 o ppred el ainlie. New il mak be
ket @ mo gredlorTham, 150 fsi qund Aawe b copasdy §restlor Ao 363 s/he,

@ Z/WES!L{gaf_ Cause. of sacm&ow[ Awco womuald veset Ja,&w Creveat
R /hem.hmﬁ\

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

mTUHE F INSPECTOR 458. DATE OF S!{GNATURE 45C. INSFECTOR'S HATIONAL BOARD NO.
' 7
'“ DANNL I8 Nov Boo3 810

PF?\’VTME ANDEILE OF REPRESENTATIVE ACCOMPANYING INSPECTOR

pa y
46A 46B. DATE/OF SIGHATURE 46C, REPRESENTATIVE'S TELEPHONE NUMBER

/8 /05 BOF 257~/ S

ACTION TAKEN oN RECOMMENDATIONS

47. DATE AN[J ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02

28149
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