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	List of Boilers Inspected by Type
	

	
	Fort Jackson Visit No. 2 Nov 17-19, 2003
	

	
	
	
	
	
	

	
	
	
	
	

	Bldg.
	Boiler
	Fuel
	Manufacturer
	Type A
	Type C

	1875
	1
	NG
	Parker
	1
	

	1895
	1
	NG
	Parker
	1
	

	2230
	1
	NG
	Hurst
	1
	

	2260
	1
	NG
	Parker
	
	1

	3210
	1
	NG
	Hurst
	1
	

	4210
	1
	NG
	Donlee
	1
	

	4270
	1
	NG
	Donlee
	1
	

	4420
	1
	NG
	Donlee
	
	1

	4420
	2
	NG
	Donlee
	1
	

	5422
	1
	NG
	Donlee
	
	1

	5422
	2
	NG
	Donlee
	1
	

	5482
	1
	NG
	Donlee
	1
	

	5482
	2
	NG
	Donlee
	
	

	5500
	1
	NG
	Donlee
	1
	

	5500
	2
	NG
	Donlee
	
	1

	11000
	1
	NG
	Donlee
	
	1

	11000
	2
	NG
	Donlee
	1
	

	12000
	1
	NG
	Donlee
	1
	

	12000
	2
	NG
	Donlee
	
	1

	
	
	
	
	
	

	
	
	
	Totals
	12
	6


Note:  No Inspection Report for Building 5482, Boiler #2. Both Type A and Type C  

           inspections were performed during November 3-5, 2003 visit. 
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