Fort Carson Trip Report

17-18 November, 2002

Project:  Manhole (MH) Water Detection System

Sunday (11/17/02):  Visited Manhole 8 South Loop to check out the MH to make sure that everything was still OK for the installation on Monday.

Monday (11/18/02):  

· Met with Chris Chapman, Don Fuhrman, Robert (Bert) Matya (Corp), and Bob Collupy (Project Contractor Representative (Vanguard)) to review project status and my goals and objectives for visit to the installation.  Plan is to install a high and low level alarm in MH 8, and to assist in finalization of scope for installation of conduit and wire to connect alarms in MH’s 6, 8, 16, 18, and 37 to the Installation EMCS/UCS.  To identify failure of MH sump pumps, one alarm is to be installed approximately 3” above the floor and one alarm is to be installed just below the heat distribution piping insulation.

· Installed alarm system in MH 8.  A ½” pipe plug was installed in the ½” NPT female fitting of the housing until it can be connected to the Installation EMCS/UCS after the conduit and wire is installed (Pictures attached).

Tuesday – Thursday (11/19-21/02):  Assisted Gonzalo Perez in the inspection of the North Loop of the Fort Carson Heat Distribution System.  Mr. Perez will be providing a report of the findings.

Thursday (11/21/02):  Met with Bert Matya and Bob Collupy to finalize conduit and wire installation scope.

